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1. The following wells must maintain temperature less than or equal to 140°F per SLCDOH letter dated December 15, 2008: 12A, 13, 28, 34, 56,

67, 19A
2. The following wells must maintain negative pressure only per SLCDOH letter dated May 29, 2007: BrigIT1-6, BrigT-56, and BRIPEW01-60*.

3. * Well BRIPEW6O is in solid waste. Therefore, this well must comply with temperature, pressure and oxygen limits. Wells BRIPEW54-59 were decommissioned
in May 2009.
4. All other wells must have: T < 131°F, P <0, O, < 5%.

closed since May 26, 2009; expand by September 23,
BRIEW12A 7/1/2009 7:38 0 -0.8 70 2009
BRIEW12A 7/16/2009 8:13 0 -0.4 85 ‘
BRIEW12A 8/6/2009 8:17 0 -0.8 80
BRIEW12A 8/18/2009 8:55 0 -0.7 80
BRIEW12A 9/11/2009 8:18 0 -0.4 78
BRIEW12A | 9/29/2009 12:57 | 6.1 -0.2 68
BRIEW12A | 9/29/2009 12:59 || 54 -0.1 68
BRIEW12A | 10/5/2009 10:28 0 0.7 70 6 days until compliant oxygen concentration achieved
BRIEW12A | 10/5/2009 10:38 0 -0.1 139 <1 day until compliant vacuum achieved
BRIEW12A | 10/5/2009 10:42 0 04 110
BRIEW12A | 10/5/2009 10:45 0 BEN0,.57 110
BRIEW12A | 10/20/2009 10:06 0 -0.8 60 15 days until compliant vacuum achieved
BRIEW12A | 10/27/2009 12:46 0 1.4 50
BRIEW12A | 10/27/2009 12:48 0 14 50
BRIEW12A [ 11/11/2009 10:20 6.1 -0.3 60 15 days until compliant vacuum achieved
BRIEW12A | 11/11/2009 10:22 6.5 -0.4 60
BRIEW12A | 11/23/2009 9:53 0 -0.7 62 12 days until compliant oxygen concentration achieved
BRIEW12A | 12/7/2009 11:43 0 -0.6 35
BRIEW12A 12/7/2009 11:46 0 -0.9 52
BRIEW12A | 12/11/2009 11:45 0 -0.5 -0.5 82
BRIEW12A | 12/21/2009 12:45 0 -0.3 -0.3 70
BRIEW14A 7/2/2009 7:59 0 -3.8 115
BRIEW14A 7/16/2009 9:39 0 -2.6 110
BRIEW14A 8/5/2009 9:47 0 -3 115
BRIEW14A | 8/17/2009 10:47 0 -2.6 115
BRIEW14A 9/11/2009 8:33 0 -2.5 115
BRIEW14A 9/29/2009 8:34 0 -3.1 115

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIEW14A 10/5/2009 11:07 0 -2.2
BRIEW14A | 10/27/2009 13:04 0 -1
BRIEW14A | 11/11/2009 10:34 0 -3.5
BRIEW14A | 11/23/2009 10:07 0 -3.3
BRIEW14A 12/7/2009 13:20 0 -3.4
BRIEW14A | 12/21/2009 12:54 0 -2.9 -2.9
BRIEW19A 7/2/2009 8:39 0 -1.1
BRIEW19A | 7/16/2009 10:08 0 -0.6
BRIEW19A | 7/16/2009 10:11 0 -1.6
BRIEW19A 8/5/2009 10:34 0 -1.7
BRIEW19A | 8/5/2009 10:37 0 -0.7
BRIEW19A | 8/17/2009 11:16 0 -0.2
BRIEW19A 9/11/2009 9:03 0 0.2
BRIEW19A 9/11/2009 9:05 0 -0.2 88 <1 day until compliant vacuum achieved
BRIEW19A 9/29/2009 8:50 0 -0.8 125
BRIEW19A 9/29/2009 8:53 0 -1.1 130
BRIEW19A 10/5/2009 11:37 0 -0.8 130
BRIEW19A | 10/27/2009 14:04 0 -0.6 130
BRIEW19A | 10/27/2009 14.05 0 -0.2 125
BRIEW19A | 11/11/2009 11:04 0 -0.3 100
BRIEW19A | 11/11/2009 11:06 0 -0.8 120
BRIEW19A | 11/23/2009 11:02 0 -1.7 130
BRIEW19A 12/7/2009 13:39 0 -1.2 130
BRIEW19A | 12/21/2009 13:23 0 -0.4 -0.4 108
BRIEW20A 7/2/2009 8:43 0 -2 125
BRIEW20A 7/16/2009 10:15 0 -1.9 122
BRIEW20A | 7/16/2009 10:17 0 -1.5 122
BRIEW20A 8/5/2009 10:43 0 -1.1 125
BRIEW20A 8/5/2009 10:45 0 -1.4 125
BRIEW20A 8/17/2009 11:20 0 -1.2 125
BRIEW20A 9/11/2009 9:08 0 -0.6 124
BRIEW20A 9/11/2009 9:09 0 -0.8 124
BRIEW20A 9/29/2009 8:56 0 -0.7 120
BRIEW20A 9/29/2009 8:59 0 -1.4 122
BRIEW20A | 10/5/2009 11:42 0 -1.4 122

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIEW20A | 10/27/2009 14:09 0 -1 120
BRIEW20A | 11/11/2009 11:11 0 -0.9 120
BRIEW20A | 11/11/2009 11:13 0 -1.1 122
BRIEW20A | 11/23/2009 11:10 0 -1.3 120
BRIEW20A | 11/23/2009 11:12 0 -0.8 115
BRIEW20A | 12/7/2009 13:44 0 -1 118
BRIEWZ20A 12/7/2009 13:47 0 -1.4 120
BRIEW20A | 12/21/2009 13:29 0 -2 -2 118
BRIEW20A | 12/21/2009 13:32 0 -1.6 -1.6 118
BRIEW21A 7/2/2009 8:47 0 -1 82
BRIEW21A | 7/16/2009 10:21 0 0 | 85
BRIEW21A | 7/16/2009 10:23 0 -0.2 88 <1 day until compliant vacuum achieved
BRIEW21A 8/5/2009 10:51 0 04 108
BRIEW21A 8/5/2009 10:53 0 -0.2 110
BRIEW21A | 8/17/2009 11:24 0 0 70
BRIEW21A | 8/17/2009 11:26 0 -0.3 70 <1 day until compliant vacuum achieved
BRIEW21A 9/11/2009 9:14 0 0] 80
BRIEW21A 9/11/2009 9:16 0 -0.3 90 <1 day until compliant vacuum achieved
BRIEW21A 9/29/2009 9:04 0 -0.8 98
BRIEW21A 9/29/2009 9.06 0 -0.7 95
BRIEW21A 10/5/2009 11:48 0 0.2 90
BRIEW21A | 10/5/2009 11:51 0 -0.1 102 <1 day until compliant vacuum achieved
BRIEW21A | 10/27/2009 14:17 0 0.5 98
BRIEW21A | 10/27/2009 14:19 0 -0.2 120 <1 day until compliant vacuum achieved
BRIEW21A | 11/11/2009 11:17 0 -0.8 120
BRIEW21A | 11/11/2009 11:21 0 -0.6 120
BRIEW21A [ 11/23/2009 11:20 1.3 -1.2 108
BRIEW21A | 11/23/2009 11:22 0 -1.8 120
BRIEW21A | 12/7/2009 13:52 0 -0.4 88
BRIEW21A | 12/21/2009 13:39 0 -0.3 -0.3 92
BRIEW23A 7/2/2009 9:06 0 -0.8 80
BRIEW23A | 7/16/2009 10:38 0 0 80
BRIEW23A | 7/16/2009 10:41 0 -0.2 98 <1 day until compliant vacuum achieved
BRIEW23A 8/5/2009 11:05 0 0.7 112
BRIEW23A 8/5/2009 11:07 0 -0.9 112

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIEW23A | 8/17/2009 11:34 0
BRIEW23A | 8/17/2009 11:36 0
BRIEW23A 9/11/2009 9:23 0 ;
BRIEW23A 9/11/2009 9:26 0 -0.2 105 <1 day until compliant vacuum achieved
BRIEW23A 9/29/2009 9:19 0 -1.6 110
BRIEW23A 9/29/2009 9:22 0 -1.2 100
BRIEW23A 10/5/2009 12:02 0 0.4 80
BRIEW23A | 10/5/2009 12:05 0 -0.1 102 <1 day until compliant vacuum achieved
BRIEW23A | 10/27/2009 14:33 0 -0.1 108
BRIEW23A | 11/11/2009 11:30 0 -0.4 110
BRIEW23A | 11/11/2009 11:32 0 -0.2 100
BRIEW23A | 11/23/2009 11:31 0 -0.6 82
BRIEW23A | 12/7/2009 14:02 0 -0.2 68

| BRIEW23A | 12/21/2009 13:51 0 -0.1 -0.1 72
BRIEW24A 7/2/2009 9:10 0 -0.8 75
BRIEW24A | 7/16/2009 10:46 0 0 82
BRIEW24A | 7/16/2009 10:48 0 -0.3 82 <1 day until compliant vacuum achieved
BRIEW24A 8/5/2009 11:12 0 -0.8 105
BRIEW24A | 8/17/2009 11:41 0 -0.7 108
BRIEW24A | 8/17/2009 11:44 4.5 -0.2 105
BRIEW24A 9/11/2009 9:29 0 0.3 82
BRIEW24A 9/11/2009 9:33 0 -0.2 82 <1 day until compliant vacuum achieved
BRIEW24A 9/29/2009 9:26 0 -1.2 92
BRIEW24A 9/29/2009 9:28 0 -1 90
BRIEW24A | 10/5/2009 12:09 0 0.3 80
BRIEW24A | 10/5/2009 12:11 0 -0.2 95 <1 day until compliant vacuum achieved
BRIEW24A | 10/27/2009 14:38 0 -0.2 105
BRIEW?24A | 11/11/2009 11:36 0 -0.8 105
BRIEW24A {11/11/2009 11:38 0 -0.3 100
BRIEW24A | 11/23/2009 11:36 0 -0.6 78
BRIEW24A | 12/7/2009 14:06 0 -0.3 58
BRIEW24A | 12/21/2009 13:55 0 -0.2 -0.2 58
BRIEW25A 7/2/2009 9:14 0 -0.8 78
BRIEW25A | 7/16/2009 10:53 0 -0.2 82
BRIEW25A 8/5/2009 11:18 0 -0.4 112

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIEW25A | 8/17/2009 11:47 0 -0.2 115
BRIEW25A 9/11/2009 9:36 0 -0.1 112
BRIEW25A 9/29/2009 9:32 0 -1 108
BRIEW25A 9/29/2009 9:34 0 -0.8 102
BRIEW25A | 10/5/2009 12:18 0 -0.2 110
BRIEW25A | 10/6/2009 12:29 0 0.2 120
BRIEW25A | 10/27/2009 14:43 0 0.3 58
BRIEW25A ] 10/27/2009 14:45 0 -0.2 105 <1 day until compliant vacuum achieved
BRIEW25A | 11/11/2009 11:44 0 -1 125
BRIEW25A | 11/11/2009 11:46 0 -0.4 118
BRIEW25A | 11/23/2009 11:40 0 -0.8 108
BRIEW25A | 11/23/2009 11:42 0 -0.6 105
BRIEW25A | 12/7/2009 14:11 0 -0.3 45
BRIEW25A | 12/21/2009 14.03 0 0.1 0.1 40
BRIEW25A | 12/21/2009 14:06 0 -0.2 -0.2 62 <1 day until compliant vacuum achieved
BRIEW27A 7/2/2009 9:24 0 -0.7 90
BRIEW27A | 7/16/2009 11:03 0 -0.1 98
BRIEW27A 8/5/2009 12:12 0 -0.2 98
BRIEW27A | 8/17/2009 11:58 0 -0.2 122
BRIEW27A 9/11/2009 9:51 0 -1 122
BRIEW27A 9/29/2009 9:51 0 -1.8 120
BRIEW27A | 10/5/2009 12:44 0 -0.8 120
BRIEW27A | 10/27/2009 14:56 0 -0.6 122
BRIEW27A | 11/11/2009 12:46 0 -0.9 120
BRIEW27A | 11/11/2009 12:48 0 -0.7 120
BRIEW27A | 11/23/2009 12:42 0 -1 118
BRIEW27A | 11/23/2009 12:44 0 -0.8 115
BRIEW27A | 12/7/2009 14:20 0 -0.6 110
BRIEW27A | 12/21/2009 14:16 0 -0.3 -0.3 115
BRIGEWO01 7/2/2009 6:55 0 -0.2 90
BRIGEWO01 7/16/2009 8:30 0 -0.3 100
BRIGEWO01 7/16/2009 8:33 0 -0.1 95
BRIGEWO01 8/5/2009 8:16 0 -0.1 92
BRIGEWO01 8/17/2009 9:44 0 -0.1 95
BRIGEWO01 9/11/2009 7:35 0 -0.1 102

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIGEWO1 | 9/28/2009 14:10 0 -0.1 108
BRIGEWO1 10/5/2009 9:23 0 -0.1 102
BRIGEWO01 | 10/27/2009 7:46 0 -0.1 90
BRIGEWO01 | 10/27/2009 7:48 0 -0.3 90
BRIGEWO01 | 11/11/2009 9:14 0 -0.3 100
BRIGEWO01 | 11/23/2009 8:45 0 -0.2 100
BRIGEWO01 | 12/7/2009 12:01 0 -0.3 88
BRIGEWO1 | 12/21/2009 11:41 0 -0.1 -0.1 85
BRIGEW02 7/2/2009 7:00 0 -1.6 122
BRIGEW02 7/2/2009 7:02 0 -1.8 125
BRIGEW02 7/16/2009 8:39 0 -2.2 125
BRIGEW02 8/5/2009 8:23 0 -2.6 122
BRIGEW02 8/5/2009 8:27 0 -2.8 122
BRIGEW02 | 8/17/2009 9:49 0 -2.3 120
BRIGEW02 9/11/2009 7:39 0 -2.5 120
BRIGEW02 9/11/2009 7:41 0 2.7 120
BRIGEWO02 9/29/2009 7:18 0 -2.8 120
BRIGEW02 10/5/2009 9:28 0 -2.2 120
BRIGEWO02 | 10/27/2009 7:52 0 -2.4 120
BRIGEWO02 | 11/11/2009 9:19 0 -2.5 118
BRIGEWO02 | 11/23/2009 8:49 0 -3.5 120
BRIGEWO02 | 12/7/2009 12:07 0 -2.7 118
BRIGEWO02 | 12/7/2009 12:09 0 -2.9 120
BRIGEWO02 [ 12/21/2009 11:45 0 -3.8 -3.8 118
BRIGEWO03 7/2/2009 7:06 0 -0.3 102
BRIGEWO03 7/16/2009 8:43 0 -0.2 95
BRIGEWO03 8/5/2009 8:32 0 -0.4 90
BRIGEWO03 8/17/2009 9:55 0 0 92
BRIGEWO03 8/17/2009 9:58 0 -0.1 110 <1 day until compliant vacuum achieved
BRIGEWO03 9/11/2009 7:45 0 -0.4 119
BRIGEW03 9/29/2009 7:21 0 -0.7 115
BRIGEW03 9/29/2009 7:23 0 -0.6 110
BRIGEW03 10/5/2009 9:32 0 -0.1 102
BRIGEW03 [ 10/27/2009 7:56 0 -0.3 92
BRIGEW03 | 11/11/2009 9:23 0 0 72

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIGEWO03 | 11/11/2009 9:25 0 -0.2 102 <1
BRIGEW03 | 11/23/2009 8:54 0 -3.1 110

BRIGEWO03 11/23/2009 8:57 0 -2.8 105

BRIGEW03 | 12/7/2009 12:14 0 0.6 65

BRIGEWO03 | 12/7/2009 12:17 0 -0.2 100 <1 day until compliant vacuum achieved
BRIGEWO03 | 12/21/2009 11:50 0 -1.7 -1.7 110

BRIGEWO03 | 12/21/2009 11:52 0 -1.5 -1.5 100

BRIGEW04 7/2/2009 7:11 0 -0.3 115

BRIGEW04 7/16/2009 8:47 0 -0.2 115

BRIGEW04 8/5/2009 8:35 0 0.4 110

BRIGEW04 8/5/2009 8:37 0 -0.6 110

BRIGEWO04 | 8/17/2009 10:02 0 -0.2 120

BRIGEWO04 9/11/2009 7:48 0 -0.3 120

BRIGEW04 9/29/2009 7:27 0 -0.6 120

BRIGEW04 9/29/2009 7:28 0 -0.5 118

BRIGEWO04 10/5/2009 9:36 0 -0.1 105

BRIGEWO04 | 10/27/2009 8:00 0 -0.3 112

BRIGEWO04 | 11/11/2009 9:30 0 -0.1 105

BRIGEW04 | 11/23/2009 9:01 0 -4.2 115

BRIGEW04 | 11/23/2009 9:03 0 -4 110

BRIGEW04 | 12/7/2009 12:21 0 2.6 80

BRIGEWO04 | 12/7/2009 12:24 0 -0.2 118 <1 day until compliant vacuum achieved
BRIGEWO04 | 12/21/2009 11:56 0 -2.9 -2.9 125

BRIGEWO04 | 12/21/2009 12:00 0 -1.7 -1.7 120

BRIGEWO05 7/2/2009 7:15 0 -0.1 88

BRIGEWO05 7/16/2009 8:52 0 -0.1 98

BRIGEWO05S 8/5/2009 8:42 0 -0.2 90

BRIGEWO05 | 8/17/2009 10:06 0 -0.1 92

BRIGEWO05 9/11/2009 7:53 0 -0.2 92

BRIGEWO05 9/29/2009 7:32 0 -0.2 88

BRIGEWO05 10/5/2009 9:41 0 0 90

BRIGEW(05 10/5/2009 9:43 0 -0.1 92 <1 day until compliant vacuum achieved
BRIGEWO05 | 10/27/2009 8:05 0 -0.3 90

BRIGEWO05 | 10/27/2009 8:08 0 -0.2 85

BRIGEWO05 | 11/11/2009 9:36 0 -0.1 85

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIGEWO05 | 11/23/2009 9:07 0
BRIGEWO05 | 11/23/2009 8:10 0
BRIGEWOS | 12/7/2009 12:29 0
BRIGEWO05 | 12/7/2009 12:32 0 day until compliant vacuum achieved
BRIGEWO05 | 12/21/2009 12:04 0 92
BRIGEWO05 | 12/21/2009 12:06 0 90
BRIGEW06 7/2/2009 7:22 0 80
BRIGEW06 7/16/2009 8:56 0 80
BRIGEW06 8/5/2009 8:48 0 82
BRIGEWO06 | 8/17/2009 10:12 0 80
BRIGEWO06 9/11/2009 7.57 0 80
BRIGEWO06 9/29/2009 7:36 0 80
BRIGEW06 10/5/2009 9:50 0 80
BRIGEWO06 | 10/27/2009 12:15 0 65
BRIGEWO06 | 10/27/2009 12:18 0 92 <1 day until compliant vacuum achieved
BRIGEWO06 | 11/11/2009 9:41 0 80
BRIGEWO06 | 11/11/2009 9:50 0 90
BRIGEWO06 | 11/23/2009 9:14 0 92
BRIGEWO06 | 11/23/2009 9:18 0 90
BRIGEWO06 | 12/7/2009 12:37 0 92
BRIGEWO06 | 12/7/2009 12:39 0 95 <1 day until compliant vacuum achieved
BRIGEWO06 | 12/21/2009 12:11 0 90
BRIGEWO06 | 12/21/2009 12:13 0 90
BRIGEWO7 7/2/2009 7:28 0 115
BRIGEWO07 7/2/2009 7:31 0 -6.5 115
BRIGEWO07 7/16/2009 9:03 0 -6.2 118
BRIGEWO07 8/5/2009 9:04 0 -6.4 115
BRIGEW07 8/5/2009 9:08 0 -6.6 115
BRIGEWO07 | 8/17/2009 10:17 0 6.4 118
BRIGEWO07 9/11/2009 8:00 0 -5.8 118
BRIGEWO07 9/29/2009 7:42 0 -6.3 112
BRIGEW07 10/5/2009 9:55 0 5.7 115
BRIGEWO07 | 10/27/2009 12:23 0 -5 112
BRIGEWO07 | 11/11/2009 9:56 0 -6.8 115
BRIGEWO07 | 11/23/2009 9:24 0 -6.7 115

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIGEWO07 | 12/7/2009 12:44 0 -7.4 115

BRIGEWO07 | 12/7/2009 12:46 0 -7.7 115

BRIGEWO07 | 12/21/2009 12:19 0 -8.3 -8.3 115

BRIGEW08 7/2/2009 7:36 0 -1.5 120

BRIGEW08 7/2/2009 7:38 0 -1.2 118

BRIGEW08 7/16/2009 9:08 0 -0.7 120

BRIGEW08 7/16/2009 9:10 0 -0.4 118

BRIGEW08 8/5/2009 9:13 0 -0.3 115

BRIGEWO08 | 8/17/2009 10:22 0 -0.2 115

BRIGEW08 9/11/2009 8:03 0 -0.2 115

BRIGEW08 9/29/2009 7:45 0 -0.4 110

BRIGEW08 10/5/2009 9:59 0 0 112

BRIGEWO08 | 10/5/2009 10:03 0 -0.3 120 <1 day until compliant vacuum achieved

BRIGEWO08 | 10/27/2009 12:28 0 -0.2 120

BRIGEWO08 [ 11/11/2009 10:00 0 -2.1 120

BRIGEWO08 | 11/11/2009 10:02 0 -1.8 118

BRIGEW08 | 11/23/2009 9:28 0 -1.6 120

BRIGEWO08 | 12/7/2009 12:51 0 -1.8 118

BRIGEWO08 | 12/21/2009 12:23 0 -1.3 -1.3 118

BRIGEW09 7/2/2009 7:43 0 -0.4 70

BRIGEW09 7/16/2009 9:14 0 -0.1 90

BRIGEW09 8/5/2009 9:18 0 -0.2 80

BRIGEWO09 | 8/17/2009 10:25 7.6 0 82 -
day until compliant oxygen concentration and vacuum

BRIGEWO09 | 8/17/2009 10:27 0 -0.3 88 <1 achieved

BRIGEW09 9/11/2009 8:07 0 -0.3 105

BRIGEW09 9/29/2009 7:50 0 -0.6 98

BRIGEW09 9/29/2009 7:52 0 -0.4 95

BRIGEW09 | 10/5/2009 10:08 0 0 90

BRIGEWO09 | 10/5/2009 10:10 0 -0.1 102 <q day until compliant vacuum achieved

BRIGEW09 | 10/27/2009 12:33 0 -0.1 110

BRIGEWO09 | 11/11/2009 10:06 0 -1.3 105

BRIGEW09 | 11/11/2009 14:26 0 -0.5 95

BRIGEWO09 | 11/23/2009 9:32 0 -1.5 110

BRIGEWO09 | 11/23/2009 9:34 0 -1 102

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIGEWO0S | 12/7/2009 12:56 O
BRIGEWO09 | 12/7/2009 12:59 0
BRIGEW09 | 12/21/2009 12:29 0 .
BRIGEW10 7/2/2009 7:47 0 -10.9 120
BRIGEW10 7/16/2009 9:18 0 -10.8 120
BRIGEW10 8/5/2009 9:24 0 -10.8 120
BRIGEW10 | 8/17/2009 10:30 0 -10.4 120
BRIGEW10 9/11/2009 8:10 0 -10.8 120
BRIGEW10 9/29/2009 7:55 0 -10.8 120
BRIGEW10 | 10/5/2009 10:15 0 -9.8 120
BRIGEW10 | 10/5/2009 10:16 0 -10.5 120
BRIGEW10 | 10/27/2009 12:37 0 -10.2 118
BRIGEW10 | 11/11/2009 10:12 0 -11.6 120
BRIGEW10 | 11/23/2009 9:38 0 -11.4 120
BRIGEW10 | 12/7/2009 13:03 0 -11.6 118
BRIGEW10 | 12/21/2009 12:32 0 -10.8 -10.8 118
BRIGEW10 | 12/21/2009 12:35 0 -11 -11 118
BRIGEW11 7/2/2009 7:51 0 -3.4 125
BRIGEW11 7/16/2009 9:22 0 -2.8 122
BRIGEW11 8/5/2009 9:30 0 -3.1 128
BRIGEW11 | 8/17/2009 10:35 0 2.7 125
BRIGEW11 9/11/2009 8:13 0 -2.8 125
BRIGEW11 9/29/2009 7:59 0 -3.2 120
BRIGEW11 10/5/2009 10:21 0 -1.6 122
BRIGEW11 | 10/27/2009 12:42 0 -1 118
BRIGEW11 | 11/11/2009 10:16 0 -2.8 118
BRIGEW11 11/23/2009 9:44 0 -2.8 118
BRIGEW11 12/7/2009 13:08 0 -2.8 110
BRIGEW11 | 12/21/2009 12:40 0 -2.4 -2.4 110
BRIGEW13 7/2/2009 8:01 0 -3.6 115
BRIGEW13 7/2/2009 8:08 0 -0.9 125
BRIGEW13 7/2/2009 8:10 0 -0.5 115
BRIGEW13 7/16/2009 9:30 0 0.5 85
BRIGEW13 7/16/2009 9:35 0 -0.2 88 <1 day until compliant vacuum achieved
BRIGEW13 8/5/2009 9:39 0 -0.4 132

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIGEW13 8/5/2009 9:42 0 -0.2 128 B
BRIGEW13 [ 8/17/2009 10:40 0 0.4 88
BRIGEW13 | 8/17/2009 10:42 0 -0.1 108 <1 day until compliant vacuum achieved
BRIGEW13 9/11/2009 8:24 0 -0.8 140
BRIGEW13 9/11/2009 8:30 0 -0.1 130
BRIGEW13 9/29/2009 8:29 0 -1.4 130
BRIGEW13 | 10/5/2009 10:51 0 0.1 130
BRIGEW13 | 10/5/2009 10:56 0 -0.1 132 <1 day until compliant vacuum achieved
BRIGEW13 | 10/5/2009 10:58 0 -0.2 132
BRIGEW13 | 10/20/2009 9:54 0 -1.2 130
BRIGEW13 | 10/20/2009 9:57 0 -0.4 125
BRIGEW13 | 10/27/2009 12:54 0 -0.4 135
BRIGEW13 | 10/27/2009 12:58 0 -0.2 132
BRIGEW13 | 11/11/2009 10:26 0 -3.2 135
BRIGEW13 | 11/11/2009 10:29 0 -1.4 128
BRIGEW13 | 11/23/2009 10:00 0 -0.8 85
BRIGEW13 | 12/7/2009 13:13 0 0. 1 45
BRIGEW13 | 12/7/2009 13:16 0 -0.3 80 <1 day until compliant vacuum achieved
BRIGEW13 | 12/21/2009 12:49 0 -0.1 -0.1 120
BRIGEW15 _7/2/2009 8:16 0 -0.8 78
BRIGEW15 7/16/2009 9:45 0 -0.2 90
BRIGEW15 8/5/2009 9:52 0 -0.3 80
BRIGEW15 | 8/17/2009 10:51 0 -0.2 82
BRIGEW15 9/11/2009 8:37 0 -0.2 80
BRIGEW15 9/29/2009 8:40 0 -0.6 58
BRIGEW15 | 10/5/2009 11:11 0 0 80
BRIGEW15 | 10/5/2009 11:14 0 -0.1 92 <1 day until compliant vacuum achieved
BRIGEW15 | 10/27/2009 13:08 0 0.2 105
BRIGEW15 | 10/27/2009 13:11 0 -0.1 115 <1 day until compliant vacuum achieved
BRIGEW15 | 11/11/2009 10:38 0 -1.6 100
BRIGEW15 | 11/11/2009 10:40 0 -1.1 92
BRIGEW15 | 11/23/2009 10:12 0 -1.4 72
BRIGEW15 | 11/23/2009 10:14 0 -1.4 72
BRIGEW15 | 12/7/2009 13:25 0 -0.7 38
BRIGEW15 | 12/21/2009 13:05 0 -0.2 -0.2 35

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIGEW16 7/2/2009 8:21 0 -1.7
BRIGEW16 7/2/2009 8:23 0 -1.4
BRIGEW16 7/16/2009 9:51 0 -0.4
BRIGEW16 8/5/2009 9:59 6 -0.7
BRIGEW16 8/5/2009 10:02 0 -1 day until compliant oxygen concentration achieved
BRIGEW16 | 8/17/2009 10:56 0 -0.6
BRIGEW16 9/11/2009 8:41 0 -0.5 this well replaced by BRGEW16R
BRGEW16R | 9/30/2009 11:09 16.7 -0.2 became operational on September 30, 2009
BRGEW16R | 9/30/2009 11:12 0 -0.3 day until compliant oxygen concentration achieved
BRGEW16R | 10/5/2009 11:19 0 -0.1
BRGEW16R | 10/27/2009 13:23 0 0.6 105
BRGEW16R | 10/27/2009 13:26 0 -0.1 120 <1 day until compliant vacuum achieved
BRGEW16R | 11/11/2009 10:44 1.8 -2.6 110
BRGEW16R | 11/11/2009 10:47 3.8 -1.7 108
BRGEW16R | 11/23/2009 10:36] = 13:3 -1.5 85
BRGEW16R | 11/23/2009 10:41|  '8.2 -2.2 110
BRGEW16R | 12/7/2009 11:52 2.6 -2.5 108 14 days until compliant oxygen concentration achieved
BRGEW16R | 12/21/2009 13:09 1.1 -1.6 -1.6 110
BRIGEW17 7/2/2009 8:27 0 -3.3 115
BRIGEW17 7/2/2009 8:30 0 -2.5 112
BRIGEW17 7/16/2009 9:55 0 -1 110
BRIGEW17 7/16/2009 9:57 0 -0.4 105
BRIGEW17 8/5/2009 10.08 0 0 92
BRIGEW17 8/5/2009 10:11 0 -0.2 85 <1 day until compliant vacuum achieved
BRIGEW17 | 8/17/2009 11:01 0 0 90
BRIGEW17 | 8/17/2009 11:03 0 -0.1 95 - <1 day until compliant vacuum achieved
BRIGEW17 9/11/2009 8:45 0 0.6 80
day until compliant vacuum achieved
BRIGEW17 9/11/2009 8:48 0 -0.2 92 <1 this well replaced by BRGEW17R
BRGEW17R | 9/30/2009 11:16 0 0.2 85 became operational on September 30, 2009
BRGEW17R | 9/30/2009 11:22 0 0.1 90
BRGEW17R | 10/5/2009 11:24 0 0.2 118
BRGEW17R | 10/5/2009 11:27 0 -0.1 128 5 days until compliant vacuum achieved
BRGEW17R | 10/27/2009 13:32 0 -0.1 120
BRGEW17R | 11/11/2009 10:52 0 -1.4 110

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRGEW17R | 11/11/2009 10:53 0 0.7
BRGEW17R | 11/23/2009 10:46 0 -1.4
BRGEW17R | 11/23/2009 10:47 0 -1.3
BRGEW17R | 12/7/2009 13:30 0 -0.3
BRGEW17R | 12/21/2009 13:14 0 -0.1 -0.1
BRIGEW18 7/2/2009 8:35 0 -8 125
BRIGEW18 | 7/16/2009 10:02 0 -7.5 125
BRIGEW18 8/5/2009 10:19 5.7 -7.4 122
BRIGEW18 8/5/2009 10:22 4.7 -10.4 125 <1 day until compliant oxygen concentration achieved
BRIGEW18 | 8/17/2009 11:08 8.7 -9.5 110
BRIGEW18 | 8/17/2009 11:10 16.9 -5.2 95
BRIGEW18 | 8/17/2009 11:12 7.7 -11.2 115
BRIGEW18 9/1/2009 7:55 9.2 -13.4 108
BRIGEW18 9/1/2009 7:59 18.6 -3.8 88
. ' |days until compliant oxygen concentration achieved;
BRIGEW18 9/11/2009 8:54 0 - 04 102 25 |wellfield expanded by December 15, 2009
day until compliant vacuum achieved
BRIGEW18 9/11/2009 8:58 0 -0.2 120 <1 this well replaced by BRGEW18R
BRGEW18R | 9/30/2009 11:26 0 0.3 78 became operational on September 30, 2009
BRGEW18R | 9/30/2009 11:28 0 0.1 80
BRGEW18R | 10/5/2009 11:30 0 0.2 : 105
BRGEW18R | 10/5/2009 11:33 0 -0.2 120 5 days until compliant vacuum achieved
BRGEW18R | 10/27/2009 13:54 0 -0.3 115
BRGEW18R | 10/27/2009 13:56 0 -0.1 115
BRGEW18R | 11/11/2009 11:00 0.2 -0.8 120
BRGEW18R | 11/23/2009 10:53 0 -1.6 125
BRGEW18R | 11/23/2009 10:55 0 -1.2 120
BRGEW18R | 12/7/2009 13:35 0 -0.2 110
BRGEW18R | 12/21/2009 13:19 0 -0.1 -0.1 80
BRIGEW22 7/2/2009 8:52 0 -3.4 115
BRIGEW22 | 7/16/2009 10:28 0 -1.4 108
BRIGEW22 | 7/16/2009 10:33 0 -1.8 110
BRIGEW22 8/5/2009 10:59 0 -1.2 110
BRIGEW22 8/5/2009 11:00 0 -1.7 110
BRIGEW22 | 8/17/2009 11:30 0 -2.4 115

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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BRIGEW22 9/11/2009 9:19 0
BRIGEW22 9/29/2009 9:10 0 _
BRIGEW22 9/29/2009 9:12 0 -2.2 110 this well replaced by BRGEW22R
BRGEW22R | 10/5/2009 11:56 0 0.3 75 became operational on October 5, 2009
BRGEW22R | 10/5/2009 11:58 0 -0.2 92 <1 day until compliant vacuum achieved
BRGEW22R | 10/27/2009 14.24 0 0.2 100
BRGEW22R | 10/27/2009 14:28 0 -0.2 110 <1 day until compliant vacuum achieved
BRGEW22R | 11/11/2009 11:26 0 -0.1 90
BRGEW22R | 11/23/2009 11:26 0 -1.7 120
BRGEW22R | 11/23/2009 11:28 0 -1.4 115
BRGEW22R | 12/7/2009 13:57 0 -0.6 98
BRGEW22R | 12/21/2009 13:43 0 -0.8 -0.8 100
BRGEW22R | 12/21/2009 13:46 0 -0.5 -0.5 95
BRIGEW26 7/2/2009 9:18 0 -2.2 120
BRIGEW26 7/2/2009 9:20 0 -1.6 115
BRIGEW26 | 7/16/2009 10:57 0 -0.3 105
BRIGEW26 8/5/2009 11:22 0 -0.3 100
BRIGEW26 8/5/2009 11:24 0 -0.2 100
BRIGEW26 | 8/17/2009 11:51 0 f 0.2, 92
BRIGEW26 | 8/17/2009 11:53 0 -0.3 95 <1 day until compliant vacuum achieved
BRIGEW26 9/11/2009 9:43 0 OF T8 90
BRIGEW26 9/11/2009 9:46 0 0.4 90 <1 day until compliant vacuum achieved
BRIGEW26 9/29/2009 9:42 4.9 -1 80 this well replaced by BRGEW26R
BRGEW26R | 10/5/2009 12:34 0 0.2 80 became operational on October 5, 2009
BRGEW26R | 10/5/2009 12:38 0 -0.1 120 <1 day until compliant vacuum achieved
BRGEW26R | 10/27/2009 14:51 0 -0.2 130
BRGEW26R | 11/11/2009 11:50 0 -0.2 122
BRGEW26R | 11/23/2009 11:46 0 -0.6 122
BRGEW26R | 11/23/2009 11:48 0 -0.5 118
BRGEW26R | 12/7/2009 14:16 0 -0.3 42
BRGEW26R | 12/21/2009 14:12 0 -0.1 -0.1 58
BRIGEW28 7/2/2009 9:28 0 -4 130
BRIGEW28 | 7/16/2009 11:07 0 -3.5 ) 130
BRIGEW28 8/5/2009 12:15 0 -3.6 129
BRIGEW28 | 8/17/2009 12:02 0 0.6 110

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.
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day until compliant vacuum achieved

BRIGEW28 | 8/17/2009 12:05 0 -0.4 120 <1 this well replaced by BRGEW28R
BRGEW28R | 9/11/2008 14:16 0 0.6 100 became operational on September 11, 2009
BRGEW28R | 9/11/2009 14:19 0 -0.2 115 <1 day until compliant vacuum achieved
BRGEW28R | 9/29/2009 9:54 0 -1.4 129
BRGEW28R | 10/5/2009 12:48 0 -0.3 130
BRGEW28R [ 10/27/2009 15:01 0 -0.3 130
BRGEW28R | 11/11/2009 12:52 0 -0.7 130
BRGEW28R | 11/23/2009 12:48 0.2 -1.1 130
BRGEW28R | 12/7/2009 14:43 0.5 -1.3 128
BRGEW28R | 12/21/2009 14:20 0 -0.8 -0.8 128
BRIGEW29 7/2/2009 9:33 0 -1.9 80
BRIGEW29 | 7/16/2009 11:11 0 -1.1 85
BRIGEW29 8/5/2009 12:20 0 -1.2 92
BRIGEW29 | 8/17/2009 12:09 0 -0.7 90
BRIGEW29 | 8/17/2009 12:11 0 -1 90
BRIGEW29 9/11/2009 9:56 0 -1 105
BRIGEW29 9/11/2009 9:58 0 -1.1 105
BRIGEW29 9/29/2009 9:58 0 -2 105
BRIGEW29 | 10/5/2009 12:56 0 -0.4 110
BRIGEW29 | 10/27/2009 15:06 0 -0.2 105
BRIGEW29 | 11/11/2009 12:56 0 -0.6 102
BRIGEW29 | 11/11/2009 12:58 0 -0.4 98
BRIGEW29 [ 11/23/2009 12:52 0 -1 85
BRIGEW29 | 11/23/2009 12:53 0 -0.9 85
BRIGEW29 | 12/7/2009 14:47 0 -1.1 48
BRIGEW29 [ 12/21/2009 14:24 0 -0.4 -0.4 48
BRIGEW30 7/2/2009 9:36 0 -6.9 130
BRIGEW30 | 7/16/2009 11:14 0 -5.3 130
BRIGEW30 8/5/2009 12:25 0 -6.7 130
BRIGEW30 | 8/17/2009 12:14 0 -6 130 this well replaced by BRGEW30R
BRGEW30R | 9/11/2009 14:23 0 0.3 100 became operational on September 11, 2009
BRGEW30R | 9/11/2009 14:25 0 -0.4 108 <1 day until compliant vacuum achieved
BRGEWS30R | 9/29/2009 10:03 2.4 -1.9 125
BRGEW30R | 9/29/2009 10:07 2.4 -1.3 118

*Standard operating procedure requires immediate action to be taken in instances that exceedances are monitored. Corrective action taken < 1 day.



